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TENT ROOF/LINER
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V
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1. ALL ELECTRICAL WORK AND EQUIPMENT  INSTALLATION SHALL CONFORM TO ALL

FEDERAL AND STATES REQUIREMENTS OF THE CURRENT EDITION OF THE NATIONAL

ELECTRICAL CODE (NEC).

2. ELECTRICAL DRAWINGS ARE DIAGRAMMATIC, THEY ARE INTENDED TO SHOW

APPROXIMATE LOCATIONS OF EQUIPMENT AND ELECTRICAL CABLES.

3. EXACT LOCATION OF EQUIPMENT WILL BE VERIFIED IN THE FIELD AND ROUTING OF

CABLES TO SUIT FIELD CONDITIONS.

4. EACH PATIENT AREA WILL HAVE A POWER STRIP DESIGNED FOR HOSPITAL USE.

5. ECU WILL BE POWERED FROM A SEPARATE PANEL BOX .

6. SEVEN 4FT, 64-WATT EQUIVALENT WHITE INTEGRATED LED SHOP LIGHT 4000K

BRIGHT WHITE 3200 LUMENS LINKABLE 5FT PATIENT LIGHTING FIXTURE.

7. THE PATIENT LIGHTING FIXTURE WILL BE PLUG TO A 8-OUTLET POWER STRIP SURGE

PROTECTOR WITH 3FT CORD AND SECURED TO VERTICAL 2X4 LUMBER USING ZIP

TIES OR EQUIVALENT,

50 AMP
DISTRIBUTION
BOX

BUNDLE CORDS
TOGETHER AND RUN IN

THE SPACE BETWEEN
TENT AND WOOD

FLOORING

BUNDLE CORDS
TOGETHER AND RUN
IN THE SPACE
BETWEEN TENT AND
WOOD FLOORING

BUNDLE CORDS
TOGETHER AND RUN IN
THE SPACE BETWEEN
TENT AND WOOD
FLOORING

PATIENT BED

CIRCUIT 2

BOX A

PATIENT BED

CIRCUIT 3

BOX A

PATIENT BED

CIRCUIT 4

BOX A

PATIENT BED

CIRCUIT 5

BOX A

PATIENT BED

CIRCUIT 6

BOX A

PATIENT LIGHTS
CIRCUIT 1

BOX A

PATIENT BED

CIRCUIT 1

BOX B

PATIENT BED

CIRCUIT 2

BOX B

STRING LIGHT
CIRCUIT 3

BOX B

NURSE OUTLET

CIRCUIT 6

BOX B

NURSE OUTLET

CIRCUIT 5

BOX B

NURSE OUTLET

CIRCUIT 4

BOX B

BUNDLE CORDS
TOGETHER AND RUN IN
THE SPACE BETWEEN
TENT AND WOOD
FLOORING

SEE NOTES 6 AND 7

PANEL  BOX 50A

SYSTEM:             120/240V SINGLE PH

RATING:               50AMP

ENCLOSURE:      NEMA 3R WEATHER RESISTANT

OPTIONS:           UNITED RENTAL

CKT # SERVING

CKT BRK

CONNECTED LOAD

(VA)

TRIP POLE

1

PATIENT

FLUORESCENT

20 SINGLE 448

2 PATIENT BED 20 SINGLE 1200

3 PATIENT BED 20 SINGLE 1200

4 PATIENT BED 20 SINGLE 1200

5 PATIENT BED 20 SINGLE 1200

6 PATIENT BED 20 SINGLE 1200

TOTAL CONNECTED LOAD:  6448/240 = 27 A

PANEL  BOX 50B

SYSTEM:             120/240V SINGLE PH

RATING:               50AMP

ENCLOSURE:      NEMA 3R WEATHER RESISTANT

OPTIONS:           UNITED RENTAL

CKT # SERVING

CKT BRK

CONNECTED LOAD

(VA)

TRIP POLE

1 PATIENT BED 20 SINGLE 1200

2 PATIENT BED 20 SINGLE 1200

3 STRING LIGHT 20 SINGLE 100

4 NURSE OUTLET 20 SINGLE 1800

5 NURSE OUTLET 20 SINGLE 1800

6 NURSE OUTLET 20 SINGLE 1800

TOTAL CONNECTED LOAD:  7900/240 = 33 A

A B

INDUSTRIAL OUTDOOR EXTENSION
CORDS PROTECTED BY YELLOW JACKET

OR SIMILAR CABLE PROTECTOR

INDUSTRIAL OUTDOOR EXTENSION
CORDS PROTECTED BY YELLOW JACKET
OR SIMILAR CABLE PROTECTOR

SMOKE DETECTOR (BATTERY POWERED)

4FT LIGHTING FIXTURE

LED BULB LIGHTING FIXTURE

DUPLEX OUTLET
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POWER, LIGHT AND AIR CONDITIONER PLAN
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TYPICAL HVAC DETAIL
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MORGUE TENT, MGPTS (SMALL), 18FT X 18FT

FACILITY ID#

NATIONAL STANDARDS

A. UNIFIED FACILITIES CRITERIA

GEOTECHNICAL ASSUMPTIONS

A. GENERAL DESIGN

1. NO GEOTECHNICAL REPORT IS PROVIDED

A. GENERAL CLIMATE DATA

GENERAL ASSUMPTIONS

1. THIS FACILITY CAN BE CONSTRUCTED IN ALL CONDITIONS.

GENERAL NOTES

FILE
NUMBER

SHEET
NUMBERSHEET DESCRIPTION

DRAWING INDEX

COVER SHEET

NO.

2

1

A-100 XXXXX - 0001_A-101FLOOR, DECKING, POWER, LIGHT AND A/C PLANS

XXXXX - 0001_G-001G-001

1. UFC 1-201-01 NON-PERMANENT DOD FACILITIES

                                                   SUPPORT OF MILITARY OPERATIONS        - - - - - 2013-01-01

2. UFC 4-010-01 DoD MINIMUM STANDARDS FOR ANTITERRORISM      - - - - - 2013-10-01

STANDARDS FOR BUILDING with CHANGE 1
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B7

TYPICAL MGPTS (SMALL) TENT
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1. ALL ELECTRICAL WORK AND EQUIPMENT INSTALLATION SHALL

CONFORM TO ALL FEDERAL, STATE REQUIREMENTS OF THE

CURRENT EDITION OF THE NATIONAL ELECTRICAL CODE (NEC)

2. ELECTRICAL DRAWINGS ARE DIAGRAMMATIC, THEY ARE INTENDED

TO SHOW APPROXIMATE LOCATIONS OF EQUIPMENT AND

ELECTRICAL CABLES.

3. EXACT LOCATION OF EQUIPMENT WILL BE VERIFIED IN THE FIELD AND

ROUTING OF CABLES TO SUIT FIELD CONDITIONS.

4. HEAVY DUTY LED CONSTRUCTION STRING LIGHTS, 10,000 LUMENS,

5,000K DAYLIGHT, 100 WATTS, 50FT, LINKABLE.

50 AMP
DISTRIBUTION

BOX

STRING LIGHT
C-1

SYSTEM:          120/240V      SINGLE PH

RATING:           50A

ENCLOSURE:   NEMA 3R   WEATHER RESISTANT

OPTIONS:

CONNECTED LOAD

CKT BRK

TRIP POLE

CONNECTED LOAD

(VA)

1,500

PANEL 15 A

CKT

NO

POWER STRIP

20 1

INDUSTRIAL OUTDOOR
EXTENSION CORD, 50FT

INDUSTRIAL OUTDOOR
EXTENSION CORD,  50FT

LIGHT STRING

POWER STRIP

A/C UNIT

1,50020 1

1

2

FIRE EXTINGUISHER (ABC TYPE)

EXIT SIGN

SMOKE DETECTOR (BATTERY

POWERED)

TOTAL CONNECTED LOAD :   3,000 VA  / 240   = 13 A

PORTABLE A/C
UNIT

5
'
-
0

"

POWER
STRIP

10"

2x4 FRAME

6
"

SEE
DETAIL B

TIE-DOWN RING, ZINC
PLATED GRADE 80 STEEL
6,000 LBS CAPACITY

STEEL ANCHOR
FOR CONCRETE
1/2" DIA. X 2-3/4"

LONG

TENT SIDE
POST

SEE
DETAIL C
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